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SANTA BARBARA, CA 93105

CONSULTANT STAMPARCHITECT STAMP

PROJECT OWNER & TITLE

SHEET TITLE

DRAWN BY:

SHEET NO.

REVISIONS

THE ARCHITECT DOES NOT REPRESENT THAT

THESE PLANS OR THE SPECIFICATIONS ARE

SUITABLE FOR ANY SITE OTHER THAN THE ONE

FOR WHICH THEY WERE SPECIFICALLY

PREPARED. THE ARCHITECT DISCLAIMS

RESPONSIBILITY FOR THESE PLANS AND

SPECIFICATIONS IF THEY ARE USED IN WHOLE OR

IN PART AT ANY OTHER SITE

JOB NUMBER:  18022.01

NO. DATE DESCRIPTION

#

AGENCY APPROVAL

OSHPD No. S190997-42-00

CONSULTANTS

SAIFUL-BOUQUET STRUCTURAL ENGINEERS

385 East Colorado Blvd., Suite 200

Pasadena, CA 91101

TEL (626) 304-2616   FAX (626) 304-2676

MECHANICAL ENGINEERING CONSULTANTS

1616 Anacapa Street

Santa Barbara CA 93101-1910

TEL (805) 957-4632   FAX (805) 957-4699

ALAN NOELLE ENGINEERING

1616 Anacapa Street

Santa Barbara CA 93101-1910

TEL (805) 563-5444   FAX (805) 456-5901

802 EAST COTA STREET. SUITE A

SANTA BARBARA, CA 93103

TEL (805) 963-1955

DATE: 05/20/20

PTRUTNER FIRE PROTECTION ENGINEERING INC.

2470 Stearns St. #280

Simi Valley CA 93063

TEL (805) 297-3100
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Pasadena, California 91101
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CONSULTANTS

STRUCTURAL ENGINEER

MECHANICAL ENGINEER

ELECTRICAL ENGINEER

SAIFUL-BOUQUET STRUCTURAL ENGINEERS

385 East Colorado Blvd., Suite 200

Pasadena, CA 91101

TEL (626) 304-2616   FAX (626) 304-2676

MECHANICAL ENGINEERING

CONSULTANTS

1616 Anacapa Street

Santa Barbara CA 93101-1910

TEL (805) 957-4632   FAX (805) 957-4699

ALAN NOELLE ENGINEERING

1616 Anacapa Street

Santa Barbara CA 93101-1910

TEL (805) 563-5444   FAX (805)

456-5901

SANTA BARBARA

COTTAGE HOSPITAL

EAST WING SPC-4D

SEISMIC RETROFIT
400 WEST PUEBLO STREET
SANTA BARBARA, CA 93105

CONSULTANT STAMPARCHITECT STAMP

PROJECT OWNER & TITLE

SHEET TITLE

DRAWN BY:

SHEET NO.

DATE:

REVISIONS

THE ARCHITECT DOES NOT REPRESENT THAT
THESE PLANS OR THE SPECIFICATIONS ARE
SUITABLE FOR ANY SITE OTHER THAN THE ONE
FOR WHICH THEY WERE SPECIFICALLY
PREPARED. THE ARCHITECT DISCLAIMS
RESPONSIBILITY FOR THESE PLANS AND
SPECIFICATIONS IF THEY ARE USED IN WHOLE OR
IN PART AT ANY OTHER SITE

JOB NUMBER:  18022.01

NO. DATE DESCRIPTION

#

AGENCY APPROVAL

OSHPD No. S190997-42-00

NOVEMBER 14, 2019

S1.01

AXONOMETRIC VIEW

(OVERALL)

SCALE: NTSA
AXONOMETRIC VIEW

SCALE: NTSB
AXONOMETRIC VIEW
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TEL (805) 963-1955

155 N. Lake Ave., 6th Floor
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CONSULTANTS

STRUCTURAL ENGINEER

MECHANICAL ENGINEER

ELECTRICAL ENGINEER

SAIFUL-BOUQUET STRUCTURAL ENGINEERS

385 East Colorado Blvd., Suite 200

Pasadena, CA 91101

TEL (626) 304-2616   FAX (626) 304-2676

MECHANICAL ENGINEERING

CONSULTANTS

1616 Anacapa Street

Santa Barbara CA 93101-1910

TEL (805) 957-4632   FAX (805) 957-4699

ALAN NOELLE ENGINEERING

1616 Anacapa Street

Santa Barbara CA 93101-1910

TEL (805) 563-5444   FAX (805)

456-5901

SANTA BARBARA

COTTAGE HOSPITAL

EAST WING SPC-4D

SEISMIC RETROFIT
400 WEST PUEBLO STREET
SANTA BARBARA, CA 93105

CONSULTANT STAMPARCHITECT STAMP

PROJECT OWNER & TITLE

SHEET TITLE

DRAWN BY:

SHEET NO.

DATE:

REVISIONS

THE ARCHITECT DOES NOT REPRESENT THAT
THESE PLANS OR THE SPECIFICATIONS ARE
SUITABLE FOR ANY SITE OTHER THAN THE ONE
FOR WHICH THEY WERE SPECIFICALLY
PREPARED. THE ARCHITECT DISCLAIMS
RESPONSIBILITY FOR THESE PLANS AND
SPECIFICATIONS IF THEY ARE USED IN WHOLE OR
IN PART AT ANY OTHER SITE

JOB NUMBER:  18022.01

NO. DATE DESCRIPTION

#

AGENCY APPROVAL

OSHPD No. S190997-42-00

NOVEMBER 14, 2019

S1.02

AXONOMETRIC VIEW

(OVERALL)

SCALE:  C
AXONOMETRIC VIEW

SCALE:  D
AXONOMETRIC VIEW
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304

(E) 2-HR OCCUPANCY SEPARATION/SMOKE WALL WITH

90 MIN. SMOKE AND DRAFT ASSEMBLIES.

(E) 1-HR RATED CORRIDOR WALL

(E) 1-HR RATED OCCUPANCY SEPARATION WALL

(E) 1-HR RATED WALL

(E) 2-HR RATED WALL

(E) RATED CORRIDOR/EGRESS W/MIN. 8' WIDE, 8' HIGH

CORRIDORS

(N) CONSTRUCTION

1 (N) CONCRETE SHEAR WALL W/STUCCO EXTERIOR FINISH,

COLOR AND TEXTURE TO MATCH (E) EXTERIOR WALLS SEE

STRUCTURAL DRAWINGS FOR ADDL. INFORMATION.

2 (N) CONCRETE DRAG BEAM W/STUCCO EXTERIOR FINISH,

COLOR AND TEXTURE TO MATCH (E) EXTERIOR WALLS SEE

STRUCTURAL DRAWINGS FOR ADDL. INFORMATION.

3 (N) FIBERWRAP  @ COLUMN.  SEE STRUCTURAL DRAWINGS FOR

ADDL. INFORMATION.

4

CONTINUATION OF DRAG BEAM PROFILE. (NON-STRUCTURAL)

TO BE FRAMED OR EIFS.

SANTA BARBARA

COTTAGE HOSPITAL

EAST WING SPC-4D

SEISMIC RETROFIT

400 WEST PUEBLO STREET

SANTA BARBARA, CA 93105
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CONSULTANT STAMPARCHITECT STAMP

PROJECT OWNER & TITLE

SHEET TITLE

DRAWN BY:

SHEET NO.

DATE:

REVISIONS

THE ARCHITECT DOES NOT REPRESENT THAT

THESE PLANS OR THE SPECIFICATIONS ARE

SUITABLE FOR ANY SITE OTHER THAN THE ONE

FOR WHICH THEY WERE SPECIFICALLY

PREPARED. THE ARCHITECT DISCLAIMS

RESPONSIBILITY FOR THESE PLANS AND

SPECIFICATIONS IF THEY ARE USED IN WHOLE OR

IN PART AT ANY OTHER SITE

JOB NUMBER:  18022.01

NO. DATE DESCRIPTION

#

2/18/20

AGENCY APPROVAL

OSHPD No. S190997-42-00

CONSULTANTS

SAIFUL-BOUQUET STRUCTURAL ENGINEERS

385 East Colorado Blvd., Suite 200

Pasadena, CA 91101

TEL (626) 304-2616   FAX (626) 304-2676

MECHANICAL ENGINEERING CONSULTANTS

1616 Anacapa Street

Santa Barbara CA 93101-1910

TEL (805) 957-4632   FAX (805) 957-4699

ALAN NOELLE ENGINEERING

1616 Anacapa Street

Santa Barbara CA 93101-1910

TEL (805) 563-5444   FAX (805) 456-5901

802 EAST COTA STREET. SUITE A

SANTA BARBARA, CA 93103

TEL (805) 963-1955

LEGEND

A-201

FIRST FLOOR

PROPOSED PLAN

SCALE: 1/8" = 1'

FIRST FLOOR PROPOSED PLAN

NUMBERED NOTES

mlang
Text Box
NO WORK ON THIS FLOOR  FOR REFERENCE ONLY

mlang
Rectangle
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STORAGE

2
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1

(E) 2-HR OCCUPANCY SEPARATION/SMOKE WALL WITH

90 MIN. SMOKE AND DRAFT ASSEMBLIES.

(E) 1-HR RATED CORRIDOR WALL

(E) 1-HR RATED OCCUPANCY SEPARATION WALL

(E) 1-HR RATED WALL

(E) 2-HR RATED WALL

(E) RATED CORRIDOR/EGRESS W/MIN. 8' WIDE, 8' HIGH

CORRIDORS

(N) CONSTRUCTION

1 (N) CONCRETE SHEAR WALL W/STUCCO EXTERIOR FINISH,

COLOR AND TEXTURE TO MATCH (E) EXTERIOR WALLS SEE

STRUCTURAL DRAWINGS FOR ADDL. INFORMATION.

2 (N) CONCRETE DRAG BEAM W/ STUCCO EXTERIOR FINISH,

COLOR AND TEXTURE TO MATCH (E) EXTERIOR WALLS SEE

STRUCTURAL DRAWINGS FOR ADDL. INFORMATION.

3 (N) FIBERWRAP  @ COLUMN.  SEE STRUCTURAL DRAWINGS FOR

ADDL. INFORMATION.  APPLY FINISH TO INTERIOR AND

EXTERIOR - MATCH EXISTING

4 CONTINUATION OF DRAG BEAM PROFILE. (NON-STRUCTURAL)

SEE DETAIL 4/A-810.

5 SEE SHEETS A-601, A-602, AND A-603 FOR INTERIOR ELEVATIONS

OF AFFECTED ROOMS.

6 REINSTALL (E) WINDOW UNIT.

7 SEE SHEETS A-603, A-604, AND A-605 FOR INTERIOR ELEVATIONS

OF AFFECTED ROOMS.

8 REINSTALL (E) CEILING AFFECTED BY STRUCTURAL WORK

9 STRUCTURAL DRAG BEAM ABOVE.  SEE STRUCTURAL DWGS.

SANTA BARBARA

COTTAGE HOSPITAL

EAST WING SPC-4D

SEISMIC RETROFIT

400 WEST PUEBLO STREET

SANTA BARBARA, CA 93105

CONSULTANT STAMPARCHITECT STAMP

PROJECT OWNER & TITLE

SHEET TITLE

DRAWN BY:

SHEET NO.

DATE:

REVISIONS

THE ARCHITECT DOES NOT REPRESENT THAT

THESE PLANS OR THE SPECIFICATIONS ARE

SUITABLE FOR ANY SITE OTHER THAN THE ONE

FOR WHICH THEY WERE SPECIFICALLY

PREPARED. THE ARCHITECT DISCLAIMS

RESPONSIBILITY FOR THESE PLANS AND

SPECIFICATIONS IF THEY ARE USED IN WHOLE OR

IN PART AT ANY OTHER SITE

JOB NUMBER:  18022.01

NO. DATE DESCRIPTION

#

05/01/20

AGENCY APPROVAL

OSHPD No. S190997-42-00

CONSULTANTS

SAIFUL-BOUQUET STRUCTURAL ENGINEERS

385 East Colorado Blvd., Suite 200

Pasadena, CA 91101

TEL (626) 304-2616   FAX (626) 304-2676

MECHANICAL ENGINEERING CONSULTANTS

1616 Anacapa Street

Santa Barbara CA 93101-1910

TEL (805) 957-4632   FAX (805) 957-4699

ALAN NOELLE ENGINEERING

1616 Anacapa Street

Santa Barbara CA 93101-1910

TEL (805) 563-5444   FAX (805) 456-5901

802 EAST COTA STREET. SUITE A

SANTA BARBARA, CA 93103

TEL (805) 963-1955

LEGEND

A-202

SECOND FLOOR

PROPOSED PLAN

SCALE: 1/8" = 1'

SECOND FLOOR PROPOSED PLAN

NUMBERED NOTES

NO INTERIOR WORK ON THIS FLOOR
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24
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(E) 2-HR OCCUPANCY SEPARATION/SMOKE WALL WITH

90 MIN. SMOKE AND DRAFT ASSEMBLIES.

(E) 1-HR RATED CORRIDOR WALL

(E) 1-HR RATED OCCUPANCY SEPARATION WALL

(E) 1-HR RATED WALL

(E) 2-HR RATED WALL

(E) RATED CORRIDOR/EGRESS W/MIN. 8' WIDE, 8' HIGH

CORRIDORS

(N) CONSTRUCTION

1 (N) CONCRETE SHEAR WALL W/STUCCO EXTERIOR FINISH,

COLOR AND TEXTURE TO MATCH (E) EXTERIOR WALLS SEE

STRUCTURAL DRAWINGS FOR ADDL. INFORMATION.

2 (N) CONCRETE DRAG BEAM W/ STUCCO EXTERIOR FINISH,

COLOR AND TEXTURE TO MATCH (E) EXTERIOR WALLS SEE

STRUCTURAL DRAWINGS FOR ADDL. INFORMATION.

3 (N) FIBERWRAP  @ COLUMN.  SEE STRUCTURAL DRAWINGS FOR

ADDL. INFORMATION.  APPLY FINISH TO INTERIOR AND

EXTERIOR - MATCH EXISTING

4 CONTINUATION OF DRAG BEAM PROFILE. (NON-STRUCTURAL)

SEE DETAIL 4/A-810.

5 SEE SHEETS A-601, A-602, AND A-603 FOR ENLARGED PLANS &

INTERIOR ELEVATIONS OF AFFECTED ROOMS.

6 REINSTALL (E) WINDOW UNIT.

7 SEE SHEETS A-603, A-604, AND A-605 FOR ENLARGED PLANS &

INTERIOR ELEVATIONS OF AFFECTED ROOMS.

8 REINSTALL (E) CEILING AFFECTED BY STRUCTURAL WORK IN

ACCORDANCE WITH DETAILS 11 & 12/A-810

9 STRUCTURAL DRAG BEAM ABOVE.  SEE STRUCTURAL DWGS.

SANTA BARBARA

COTTAGE HOSPITAL

EAST WING SPC-4D

SEISMIC RETROFIT

400 WEST PUEBLO STREET

SANTA BARBARA, CA 93105

CONSULTANT STAMPARCHITECT STAMP

PROJECT OWNER & TITLE

SHEET TITLE

DRAWN BY:

SHEET NO.

DATE:

REVISIONS

THE ARCHITECT DOES NOT REPRESENT THAT

THESE PLANS OR THE SPECIFICATIONS ARE

SUITABLE FOR ANY SITE OTHER THAN THE ONE

FOR WHICH THEY WERE SPECIFICALLY

PREPARED. THE ARCHITECT DISCLAIMS

RESPONSIBILITY FOR THESE PLANS AND

SPECIFICATIONS IF THEY ARE USED IN WHOLE OR

IN PART AT ANY OTHER SITE

JOB NUMBER:  18022.01

NO. DATE DESCRIPTION

#

05/01/20

AGENCY APPROVAL

OSHPD No. S190997-42-00

CONSULTANTS

SAIFUL-BOUQUET STRUCTURAL ENGINEERS

385 East Colorado Blvd., Suite 200

Pasadena, CA 91101

TEL (626) 304-2616   FAX (626) 304-2676

MECHANICAL ENGINEERING CONSULTANTS

1616 Anacapa Street

Santa Barbara CA 93101-1910

TEL (805) 957-4632   FAX (805) 957-4699

ALAN NOELLE ENGINEERING

1616 Anacapa Street

Santa Barbara CA 93101-1910

TEL (805) 563-5444   FAX (805) 456-5901

802 EAST COTA STREET. SUITE A

SANTA BARBARA, CA 93103

TEL (805) 963-1955

LEGEND

A-203

THIRD FLOOR

PROPOSED PLAN

SCALE: 1/8" = 1'

THIRD FLOOR PROPOSED PLAN

NUMBERED NOTES

NO INTERIOR WORK ON THIS FLOOR
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9

(E) 2-HR OCCUPANCY SEPARATION/SMOKE WALL WITH

90 MIN. SMOKE AND DRAFT ASSEMBLIES.

(E) 1-HR RATED CORRIDOR WALL

(E) 1-HR RATED OCCUPANCY SEPARATION WALL

(E) 1-HR RATED WALL

(E) 2-HR RATED WALL

(E) RATED CORRIDOR/EGRESS W/MIN. 8' WIDE, 8' HIGH

CORRIDORS

(N) CONSTRUCTION

1 (N) CONCRETE SHEAR WALL W/STUCCO EXTERIOR FINISH,

COLOR AND TEXTURE TO MATCH (E) EXTERIOR WALLS SEE

STRUCTURAL DRAWINGS FOR ADDL. INFORMATION.

2 (N) CONCRETE DRAG BEAM W/ STUCCO EXTERIOR FINISH,

COLOR AND TEXTURE TO MATCH (E) EXTERIOR WALLS SEE

STRUCTURAL DRAWINGS FOR ADDL. INFORMATION.

3 (N) FIBERWRAP  @ COLUMN.  SEE STRUCTURAL DRAWINGS FOR

ADDL. INFORMATION.  APPLY FINISH TO INTERIOR AND

EXTERIOR - MATCH EXISTING

4 CONTINUATION OF DRAG BEAM PROFILE. (NON-STRUCTURAL)

SEE DETAIL 4/A-810.

5 SEE SHEETS A-601, A-602, AND A-603 FOR ENLARGED PLANS &

INTERIOR ELEVATIONS OF AFFECTED ROOMS.

6 REINSTALL (E) WINDOW UNIT.

7 SEE SHEETS A-603, A-604, AND A-605 FOR ENLARGED PLANS &

INTERIOR ELEVATIONS OF AFFECTED ROOMS.

8 REINSTALL (E) CEILING AFFECTED BY STRUCTURAL WORK IN

ACCORDANCE WITH DETAILS 11 & 12/A-810

9 STRUCTURAL DRAG BEAM ABOVE.  SEE STRUCTURAL DWGS.

SANTA BARBARA

COTTAGE HOSPITAL

EAST WING SPC-4D

SEISMIC RETROFIT

400 WEST PUEBLO STREET

SANTA BARBARA, CA 93105

CONSULTANT STAMPARCHITECT STAMP

PROJECT OWNER & TITLE

SHEET TITLE

DRAWN BY:

SHEET NO.

DATE:

REVISIONS

THE ARCHITECT DOES NOT REPRESENT THAT

THESE PLANS OR THE SPECIFICATIONS ARE

SUITABLE FOR ANY SITE OTHER THAN THE ONE

FOR WHICH THEY WERE SPECIFICALLY

PREPARED. THE ARCHITECT DISCLAIMS

RESPONSIBILITY FOR THESE PLANS AND

SPECIFICATIONS IF THEY ARE USED IN WHOLE OR

IN PART AT ANY OTHER SITE

JOB NUMBER:  18022.01

NO. DATE DESCRIPTION

#

05/01/20

AGENCY APPROVAL

OSHPD No. S190997-42-00

CONSULTANTS

SAIFUL-BOUQUET STRUCTURAL ENGINEERS

385 East Colorado Blvd., Suite 200

Pasadena, CA 91101

TEL (626) 304-2616   FAX (626) 304-2676

MECHANICAL ENGINEERING CONSULTANTS

1616 Anacapa Street

Santa Barbara CA 93101-1910

TEL (805) 957-4632   FAX (805) 957-4699

ALAN NOELLE ENGINEERING

1616 Anacapa Street

Santa Barbara CA 93101-1910

TEL (805) 563-5444   FAX (805) 456-5901

802 EAST COTA STREET. SUITE A

SANTA BARBARA, CA 93103

TEL (805) 963-1955

LEGEND

A-204

FOURTH FLOOR

PROPOSED PLAN

SCALE: 1/8" = 1'

FOURTH FLOOR PROPOSED PLAN

NUMBERED NOTES

5

AREA OF

WORK

AREA OF

WORK

AREA OF

WORK

5
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(E) 2-HR OCCUPANCY SEPARATION/SMOKE WALL WITH

90 MIN. SMOKE AND DRAFT ASSEMBLIES.

(E) 1-HR RATED CORRIDOR WALL

(E) 1-HR RATED OCCUPANCY SEPARATION WALL

(E) 1-HR RATED WALL

(E) 2-HR RATED WALL

(E) RATED CORRIDOR/EGRESS W/MIN. 8' WIDE, 8' HIGH

CORRIDORS

(N) CONSTRUCTION

1 (N) CONCRETE SHEAR WALL W/STUCCO EXTERIOR FINISH,

COLOR AND TEXTURE TO MATCH (E) EXTERIOR WALLS SEE

STRUCTURAL DRAWINGS FOR ADDL. INFORMATION.

2 (N) CONCRETE DRAG BEAM W/ STUCCO EXTERIOR FINISH,

COLOR AND TEXTURE TO MATCH (E) EXTERIOR WALLS SEE

STRUCTURAL DRAWINGS FOR ADDL. INFORMATION.

3 (N) FIBERWRAP  @ COLUMN.  SEE STRUCTURAL DRAWINGS FOR

ADDL. INFORMATION.  APPLY FINISH TO INTERIOR AND

EXTERIOR - MATCH EXISTING

4 CONTINUATION OF DRAG BEAM PROFILE. (NON-STRUCTURAL)

SEE DETAIL 4/A-810.

5 SEE SHEETS A-601, A-602, AND A-603 FOR ENLARGED PLANS &

INTERIOR ELEVATIONS OF AFFECTED ROOMS.

6 REINSTALL (E) WINDOW UNIT.

7 SEE SHEETS A-603, A-604, AND A-605 FOR ENLARGED PLANS &

INTERIOR ELEVATIONS OF AFFECTED ROOMS.

8 REINSTALL (E) CEILING AFFECTED BY STRUCTURAL WORK IN

ACCORDANCE WITH DETAILS 11 & 12/A-810

9 STRUCTURAL DRAG BEAM ABOVE.  SEE STRUCTURAL DWGS.

SANTA BARBARA

COTTAGE HOSPITAL

EAST WING SPC-4D

SEISMIC RETROFIT

400 WEST PUEBLO STREET

SANTA BARBARA, CA 93105

CONSULTANT STAMPARCHITECT STAMP

PROJECT OWNER & TITLE

SHEET TITLE

DRAWN BY:

SHEET NO.

DATE:

REVISIONS

THE ARCHITECT DOES NOT REPRESENT THAT

THESE PLANS OR THE SPECIFICATIONS ARE

SUITABLE FOR ANY SITE OTHER THAN THE ONE

FOR WHICH THEY WERE SPECIFICALLY

PREPARED. THE ARCHITECT DISCLAIMS

RESPONSIBILITY FOR THESE PLANS AND

SPECIFICATIONS IF THEY ARE USED IN WHOLE OR

IN PART AT ANY OTHER SITE

JOB NUMBER:  18022.01

NO. DATE DESCRIPTION

#

05/01/20

AGENCY APPROVAL

OSHPD No. S190997-42-00

CONSULTANTS

SAIFUL-BOUQUET STRUCTURAL ENGINEERS

385 East Colorado Blvd., Suite 200

Pasadena, CA 91101

TEL (626) 304-2616   FAX (626) 304-2676

MECHANICAL ENGINEERING CONSULTANTS

1616 Anacapa Street

Santa Barbara CA 93101-1910

TEL (805) 957-4632   FAX (805) 957-4699

ALAN NOELLE ENGINEERING

1616 Anacapa Street

Santa Barbara CA 93101-1910

TEL (805) 563-5444   FAX (805) 456-5901

802 EAST COTA STREET. SUITE A

SANTA BARBARA, CA 93103

TEL (805) 963-1955

LEGEND

A-205

FIFTH FLOOR

PROPOSED PLAN

SCALE: 1/8" = 1'

FIFTH FLOOR PROPOSED PLAN

NUMBERED NOTES

AREA OF

WORK
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AREA OF

WORK

7
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(E) 2-HR OCCUPANCY SEPARATION/SMOKE WALL WITH

90 MIN. SMOKE AND DRAFT ASSEMBLIES.

(E) 1-HR RATED CORRIDOR WALL

(E) 1-HR RATED OCCUPANCY SEPARATION WALL

(E) 1-HR RATED WALL

(E) 2-HR RATED WALL

(E) RATED CORRIDOR/EGRESS W/MIN. 8' WIDE, 8' HIGH

CORRIDORS

(N) CONSTRUCTION

1 (N) CONCRETE SHEAR WALL W/STUCCO EXTERIOR FINISH,

COLOR AND TEXTURE TO MATCH (E) EXTERIOR WALLS SEE

STRUCTURAL DRAWINGS FOR ADDL. INFORMATION.

2 (N) CONCRETE DRAG BEAM W/ STUCCO EXTERIOR FINISH,

COLOR AND TEXTURE TO MATCH (E) EXTERIOR WALLS SEE

STRUCTURAL DRAWINGS FOR ADDL. INFORMATION.

3 (N) FIBERWRAP  @ COLUMN.  SEE STRUCTURAL DRAWINGS FOR

ADDL. INFORMATION.  APPLY FINISH TO INTERIOR AND

EXTERIOR - MATCH EXISTING

4 CONTINUATION OF DRAG BEAM PROFILE. (NON-STRUCTURAL)

SEE DETAIL 4/A-810.

5 SEE SHEETS A-601, A-602, AND A-603 FOR ENLARGED PLANS &

INTERIOR ELEVATIONS OF AFFECTED ROOMS.

6 REINSTALL (E) WINDOW UNIT.

7 SEE SHEETS A-603, A-604, AND A-605 FOR ENLARGED PLANS &

INTERIOR ELEVATIONS OF AFFECTED ROOMS.

8 REINSTALL (E) CEILING AFFECTED BY STRUCTURAL WORK IN

ACCORDANCE WITH DETAILS 11 & 12/A-810

9 STRUCTURAL DRAG BEAM ABOVE.  SEE STRUCTURAL DWGS.
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A-206

SIXTH FLOOR

PROPOSED PLAN

SCALE: 1/8" = 1'

SIXTH FLOOR PROPOSED PLAN

NUMBERED NOTES



SIXTH FLOOR

SEVENTH FLOOR

FIRST FLOOR

177.50'

SECOND FLOOR

165.50'

189.50'

211.50'

THIRD FLOOR

FOURTH FLOOR

FIFTH FLOOR

PENTHOUSE ROOF

140.50'

153.50'

222.50'

201.50'

BDEFG AC

A

A

24

5

44

3

3

3

2
A-411

1

1

BDEFG AC

1

2

1

2

4

4

4

EXTERIOR ELEVATION DEMOLITION NOTES

REMOVE (E) WINDOW SYSTEM.  SAVE FOR REUSE WHERE REINSTALLED

PROTECT (E) CONCRETE EYEBROWS IN PLACE

1

2

NOTE: NOT ALL KEYNOTES USED ON THIS SHEET

REMOVE PORTION OF COLUMN TO ACCOMMODATE DRAG BEAM.

SEE STRUCTURAL.

3

REMOVE (E) FINISHES AS REQUIRED

TO PREPARE FOR (N) CARBON FIBER OVERLAY.

4

EXTERIOR ELEVATION NOTES

1

(N) CONCRETE SHEAR WALL WITH STUCCO EXTERIOR FINISH,

TO MATCH ADJACENT STUCCO, COLOR AND TEXTURE (PAINTED

'BALLET WHITE' BY BENJAMIN MOORE TO MATCH (E) ).   SEE

DETAIL 5/A-810 AND STRUCTURAL DRAWINGS FOR  ADDITIONAL

INFORMATION.

NOTE: NOT ALL KEYNOTES USED ON THIS SHEET

2

(N) CONCRETE DRAG BEAM W/STUCCO EXTERIOR FINISH,

COLOR AND TEXTURE TO MATCH (E) EXTERIOR WALLS

(PAINTED 'BALLET WHITE' BY BENJAMIN MOORE TO MATCH (E) ).

SEE STRUCTURAL DRAWINGS FOR ADDL. INFORMATION.

3

(N) FIBERWRAP  @ COLUMN.  FINISH: EXTERIOR STUCCO,

COLOR AND TEXTURE TO MATCH (E) (PAINTED 'BALLET WHITE'

BY BENJAMIN MOORE TO MATCH (E) ).  SEE DETAIL 5/A-810 AND

STRUCTURAL DRAWINGS FOR ADDITIONAL INFORMATION.

4

5

PROVIDE HORIZONTAL  AND VERTICAL SCORING TO CONTINUE/

MIMIC WINDOW BAND. SEE DETAIL 3/A-810.

REINSTALL (E) WINDOW UNIT

CONTINUATION OF DRAG BEAM PROFILE. (NON-STRUCTURAL)

SEE DETAIL 4/A-810.
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EAST EXISTING &

NEW EXTERIOR

ELEVATIONS

SCALE: 1/8" = 1'

PROPOSED EAST ELEVATION

SCALE: 1/8" = 1'

EXISTING EAST ELEVATION



SIXTH FLOOR

SEVENTH FLOOR

FIRST FLOOR

177.50'

SECOND FLOOR

165.50'

189.50'

211.50'

THIRD FLOOR

FOURTH FLOOR

FIFTH FLOOR

PENTHOUSE ROOF

140.50'

153.50'

222.50'

201.50'

24 1356

2

2

3 3
3

3

6 6 6 6 6 6 6

4

4

1
A-411

1

1

1

SIXTH FLOOR

SEVENTH FLOOR

FIRST FLOOR

177.50'

SECOND FLOOR

165.50'

189.50'

211.50'

THIRD FLOOR

FOURTH FLOOR

FIFTH FLOOR

PENTHOUSE ROOF

140.50'

153.50'

222.50'

201.50'

24 1356

3
3

3

4 4 44

1 1 1 1 1 1

EXTERIOR ELEVATION DEMOLITION NOTES

REMOVE (E) WINDOW SYSTEM.  SAVE FOR REUSE WHERE REINSTALLED

PROTECT (E) CONCRETE EYEBROWS IN PLACE

1

2

NOTE: NOT ALL KEYNOTES USED ON THIS SHEET

REMOVE PORTION OF COLUMN TO ACCOMMODATE DRAG BEAM.

SEE STRUCTURAL.

3

REMOVE (E) FINISHES AS REQUIRED

TO PREPARE FOR (N) CARBON FIBER OVERLAY.

4

EXTERIOR ELEVATION NOTES

1

(N) CONCRETE SHEAR WALL WITH STUCCO EXTERIOR FINISH,

TO MATCH ADJACENT STUCCO, COLOR AND TEXTURE (PAINTED

'BALLET WHITE' BY BENJAMIN MOORE TO MATCH (E) ).   SEE

DETAIL 5/A-810 AND STRUCTURAL DRAWINGS FOR  ADDITIONAL

INFORMATION.

NOTE: NOT ALL KEYNOTES USED ON THIS SHEET

2

(N) CONCRETE DRAG BEAM W/STUCCO EXTERIOR FINISH,

COLOR AND TEXTURE TO MATCH (E) EXTERIOR WALLS

(PAINTED 'BALLET WHITE' BY BENJAMIN MOORE TO MATCH (E) ).

SEE STRUCTURAL DRAWINGS FOR ADDL. INFORMATION.

3

(N) FIBERWRAP  @ COLUMN.  FINISH: EXTERIOR STUCCO,

COLOR AND TEXTURE TO MATCH (E) (PAINTED 'BALLET WHITE'

BY BENJAMIN MOORE TO MATCH (E) ).  SEE DETAIL 5/A-810 AND

STRUCTURAL DRAWINGS FOR ADDITIONAL INFORMATION.

4

5

PROVIDE HORIZONTAL  AND VERTICAL SCORING TO CONTINUE/

MIMIC WINDOW BAND. SEE DETAIL 3/A-810.

REINSTALL (E) WINDOW UNIT

CONTINUATION OF DRAG BEAM PROFILE. (NON-STRUCTURAL)

SEE DETAIL 4/A-810.
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SOUTH EXISTING &

NEW EXTERIOR

ELEVATIONS

SCALE: 1/8" = 1'

EXISTING SOUTH ELEVATION

SCALE: 1/8" = 1'

PROPOSED SOUTH ELEVATION



SIXTH FLOOR

SEVENTH FLOOR

FIRST FLOOR

177.50'

SECOND FLOOR

165.50'

189.50'

211.50'

THIRD FLOOR

FOURTH FLOOR

FIFTH FLOOR

PENTHOUSE ROOF

140.50'

153.50'

222.50'

201.50'

B D E FA CZ

1 1

SIXTH FLOOR

SEVENTH FLOOR

FIRST FLOOR

177.50'

SECOND FLOOR

165.50'

189.50'

211.50'

THIRD FLOOR

FOURTH FLOOR

FIFTH FLOOR

PENTHOUSE ROOF

140.50'

153.50'

222.50'

201.50'

B D E FA CZ

4

3

3

3

6 6

EXTERIOR ELEVATION NOTES

1

(N) CONCRETE SHEAR WALL WITH STUCCO EXTERIOR FINISH,

TO MATCH ADJACENT STUCCO, COLOR AND TEXTURE (PAINTED

'BALLET WHITE' BY BENJAMIN MOORE TO MATCH (E) ).   SEE

DETAIL 5/A-810 AND STRUCTURAL DRAWINGS FOR  ADDITIONAL

INFORMATION.

NOTE: NOT ALL KEYNOTES USED ON THIS SHEET

2

(N) CONCRETE DRAG BEAM W/STUCCO EXTERIOR FINISH,

COLOR AND TEXTURE TO MATCH (E) EXTERIOR WALLS

(PAINTED 'BALLET WHITE' BY BENJAMIN MOORE TO MATCH (E) ).

SEE STRUCTURAL DRAWINGS FOR ADDL. INFORMATION.

3

(N) FIBERWRAP  @ COLUMN.  FINISH: EXTERIOR STUCCO,

COLOR AND TEXTURE TO MATCH (E) (PAINTED 'BALLET WHITE'

BY BENJAMIN MOORE TO MATCH (E) ).  SEE DETAIL 5/A-810 AND

STRUCTURAL DRAWINGS FOR ADDITIONAL INFORMATION.

4

5

PROVIDE HORIZONTAL  AND VERTICAL SCORING TO CONTINUE/

MIMIC WINDOW BAND. SEE DETAIL 3/A-810.

REINSTALL (E) WINDOW UNIT

CONTINUATION OF DRAG BEAM PROFILE. (NON-STRUCTURAL)

SEE DETAIL 4/A-810.

6

EXTERIOR ELEVATION DEMOLITION NOTES

REMOVE (E) WINDOW SYSTEM.  SAVE FOR REUSE WHERE REINSTALLED

PROTECT (E) CONCRETE EYEBROWS IN PLACE

1

2

NOTE: NOT ALL KEYNOTES USED ON THIS SHEET

REMOVE PORTION OF COLUMN TO ACCOMMODATE DRAG BEAM.

SEE STRUCTURAL.

3

REMOVE (E) FINISHES AS REQUIRED

TO PREPARE FOR (N) CARBON FIBER OVERLAY.

4
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WEST EXISTING &

NEW EXTERIOR

ELEVATIONS

SCALE: 1/8" = 1'

PROPOSED WEST ELEVATION

SCALE: 1/8" = 1'

EXISTING WEST ELEVATION

4

4



SIXTH FLOOR

SEVENTH FLOOR

FIRST FLOOR

177.50'

SECOND FLOOR

165.50'

189.50'

211.50'

THIRD FLOOR

FOURTH FLOOR

FIFTH FLOOR

PENTHOUSE ROOF

140.50'

153.50'

222.50'

201.50'

2 41 3 5 6 76.5
7.3 98
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SIXTH FLOOR

SEVENTH FLOOR

FIRST FLOOR

177.50'

SECOND FLOOR

165.50'

189.50'

211.50'

THIRD FLOOR

FOURTH FLOOR

FIFTH FLOOR

PENTHOUSE ROOF

140.50'

153.50'

222.50'

201.50'

2 41 3 5 6 76.5
7.3 98

2 4

3
A-411

1

1

EXTERIOR ELEVATION DEMOLITION NOTES

REMOVE (E) WINDOW SYSTEM.  SAVE FOR REUSE WHERE REINSTALLED

PROTECT (E) CONCRETE EYEBROWS IN PLACE

1

2

NOTE: NOT ALL KEYNOTES USED ON THIS SHEET

REMOVE PORTION OF COLUMN TO ACCOMMODATE DRAG BEAM.

SEE STRUCTURAL.

3

REMOVE (E) FINISHES AS REQUIRED

TO PREPARE FOR (N) CARBON FIBER OVERLAY.

4

EXTERIOR ELEVATION NOTES

1

(N) CONCRETE SHEAR WALL WITH STUCCO EXTERIOR FINISH,

TO MATCH ADJACENT STUCCO, COLOR AND TEXTURE (PAINTED

'BALLET WHITE' BY BENJAMIN MOORE TO MATCH (E) ).   SEE

DETAIL 5/A-810 AND STRUCTURAL DRAWINGS FOR  ADDITIONAL

INFORMATION.

NOTE: NOT ALL KEYNOTES USED ON THIS SHEET

2

(N) CONCRETE DRAG BEAM W/STUCCO EXTERIOR FINISH,

COLOR AND TEXTURE TO MATCH (E) EXTERIOR WALLS

(PAINTED 'BALLET WHITE' BY BENJAMIN MOORE TO MATCH (E) ).

SEE STRUCTURAL DRAWINGS FOR ADDL. INFORMATION.

3

(N) FIBERWRAP  @ COLUMN.  FINISH: EXTERIOR STUCCO,

COLOR AND TEXTURE TO MATCH (E) (PAINTED 'BALLET WHITE'

BY BENJAMIN MOORE TO MATCH (E) ).  SEE DETAIL 5/A-810 AND

STRUCTURAL DRAWINGS FOR ADDITIONAL INFORMATION.

4

5

PROVIDE HORIZONTAL  AND VERTICAL SCORING TO CONTINUE/

MIMIC WINDOW BAND. SEE DETAIL 3/A-810.

REINSTALL (E) WINDOW UNIT

CONTINUATION OF DRAG BEAM PROFILE. (NON-STRUCTURAL)

SEE DETAIL 4/A-810.
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NORTH EXISTING

& NEW EXTERIOR

ELEVATIONS

SCALE: 1/8" = 1'

PROPOSED NORTH ELEVATION

SCALE: 1/8" = 1'

EXISTING NORTH ELEVATION



F

(E) 12" CONC WALL

SECOND FLOOR

153'-6"

THIRD FLOOR

165'-6"

FOURTH FLOOR

177'-6"

FIFTH FLOOR

189'-6"

SIXTH FLOOR (ROOF)

201'-6"

(N) 24 X 24 CONC DRAG BEAM

(E) 8" SLAB

(N) 12" CONCRETE SHEAR WALL

PER STRUCTURAL W/ PLASTER

FINISH.  SEE DETAIL 5/A-810 FOR

PLASTER DETAIL.

(N) 24 X 24 CONC DRAG BEAM

(E) 9" SLAB

(N) 24 X 24 CONC DRAG BEAM

(E) 9" SLAB

(E) 9" SLAB

(E) 8" GUNITE WALL

(E) 10" CONCRETE WALL

(E) 9" SLAB

(E) SOG

NO WORK THIS LEVEL

NO WORK THIS LEVEL

NO INTERIOR WORK

THIS LEVEL

9
'
-
0
"

9
'
-
0
"

(E) GYP. BD CEILING

(E) GYP. BD CEILING

4EE413

5EE420

FIRST  FLOOR

140'-6"

SLOPE PLASTER FINISH 1/4":12" AT

TOP OF BEAM, TYP.

(N) 24 X 24 CONC DRAG BEAM

SLOPE PLASTER FINISH 1/4":12" AT

TOP OF BEAM, TYP.

1

(N) 24 X 24 CONC DRAG BEAM

(E) 8" SLAB

(N) 12" CONCRETE SHEAR WALL PER

STRUCTURAL W/ PLASTER FINISH.  SEE

DETAIL 5/A-810 FOR PLASTER DETAIL.

(N) 24 X 24 CONC DRAG BEAM

(E) 9" SLAB

(E) 9" SLAB

(E) 8" GUNITE WALL

(E) 10" CONCRETE WALL

(E) 9" SLAB

(E) SOG

NO WORK THIS LEVEL

NO WORK THIS LEVEL

NO INTERIOR WORK

THIS LEVEL

(N) WINDOW PER PLAN

9
'
-
0
"

9
'
-
0
"

(N) 24 X 24 CONC DRAG BEAM

(E) 9" SLAB

(N) WINDOW PER PLAN

(E) GYP. BD CEILING

(E) GYP. BD CEILING

4EE213

5EE215

FAUX DRAG BEAM PER DTL. 4/A-810

(E) BASE  TO REMAIN

TEMPORARILY RE-ROUTE AIR INTAKE TO

PERFORM WORK

SECOND FLOOR

153'-6"

THIRD FLOOR

165'-6"

FOURTH FLOOR

177'-6"

FIFTH FLOOR

189'-6"

SIXTH FLOOR (ROOF)

201'-6"

FIRST  FLOOR

140'-6"

2

A-810

1

A-810

1

A-810

2

A-810

SLOPE PLASTER FINISH 1/4":12"

AT TOP OF BEAM, TYP.

(E) CONC. AWNING TO REMAIN

IN PLACE

(E) CONC. AWNING TO REMAIN

IN PLACE

A

(N) 24 X 24 CONC DRAG BEAM

(E) 8" SLAB

(E) 8" GUNITE WALL

(E) 10" CONCRETE WALL

(E) 9" SLAB

(E) SOG

(N) 12" CONCRETE SHEAR WALL PER

STRUCTURAL W/ PLASTER FINISH.  SEE

DETAIL 5/A-810 FOR PLASTER DETAIL.

(N) 24 X 24 CONC DRAG BEAM

(E) 9" SLAB

(N) 24 X 24 CONC DRAG BEAM

(E) 9" SLAB

(E) 9" SLAB

NO WORK THIS LEVEL

NO WORK THIS LEVEL

NO INTERIOR WORK

THIS LEVEL

9
'
-
0

"
9

'
-
0

"

4EE205

5EE205

(E) GYP. BD CEILING

(N) 12" CONCRETE SHEAR WALL PER

STRUCTURAL W/ PLASTER FINISH.  SEE

DETAIL 5/A-810 FOR PLASTER DETAIL.

(E) GYP. BD CEILING

(E) SOFFIT.  REMOVE PORTION AS

REQD TO PERFORM WORK AND

REBUILD TO MATCH EXISTING.  SEE

DTL. 10/A-810

SECOND FLOOR

153'-6"

THIRD FLOOR

165'-6"

FOURTH FLOOR

177'-6"

FIFTH FLOOR

189'-6"

SIXTH FLOOR (ROOF)

201'-6"

FIRST  FLOOR

140'-6"

SLOPE PLASTER FINISH 1/4":12"

AT TOP OF BEAM, TYP.

ROOF OF (E) BUILDING G.

PROTECT IN PLACE.
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JOB NUMBER:  18022.01

NO. DATE DESCRIPTION

#

AGENCY APPROVAL

OSHPD No. S190997-42-00

CONSULTANTS

SAIFUL-BOUQUET STRUCTURAL ENGINEERS

385 East Colorado Blvd., Suite 200

Pasadena, CA 91101

TEL (626) 304-2616   FAX (626) 304-2676

MECHANICAL ENGINEERING CONSULTANTS

1616 Anacapa Street

Santa Barbara CA 93101-1910

TEL (805) 957-4632   FAX (805) 957-4699

ALAN NOELLE ENGINEERING

1616 Anacapa Street

Santa Barbara CA 93101-1910

TEL (805) 563-5444   FAX (805) 456-5901

802 EAST COTA STREET. SUITE A

SANTA BARBARA, CA 93103

TEL (805) 963-1955

DATE: 05/20/20

PTRUTNER FIRE PROTECTION ENGINEERING INC.

2470 Stearns St. #280

Simi Valley CA 93063

TEL (805) 297-3100

A-411

BUILDING

SECTIONS

SCALE: 1/4" = 1'

WALL SECTION (SEE STRUCTURAL WALL SECTION S5.11

SCALE: 1/4" = 1'

WALL SECTION (SEE STRUCTURAL WALL SECTION S5.11

SCALE: 1/4" = 1'

WALL SECTION (SEE STRUCTURAL WALL SECTION S5.11



3
PLASTER SCORING

4
FAUX DRAG BEAM CONTINUATION
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STUCCO ASSEMBLY

6
WALL DETAIL
SCALE:  1 1/2" = 1'-0"

7

NON-LOAD BEARING PARTITION 
TEMP. CONSTRUCTION BARRIER

1 HOUR FIRE RATED UL# U465, STC 45-49 W/ 3 1/2" INSUL.

1

1

1
FIXED WINDOW HEAD/ JAMB SIM.

2
FIXED WINDOW SILL

9
INFILL WALL DETAIL

1

8

NON-LOAD BEARING PARTITION 
TEMP. CONSTRUCTION BARRIER

10
(E) SOFFIT

2
"
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11
OSHPD STANDARD DETAIL CL2.30

12
OSHPD STANDARD DETAIL CL2.50

SANTA BARBARA

COTTAGE HOSPITAL

EAST WING SPC-4D

SEISMIC RETROFIT

400 WEST PUEBLO STREET

SANTA BARBARA, CA 93105
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SAIFUL-BOUQUET STRUCTURAL ENGINEERS

385 East Colorado Blvd., Suite 200
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A-810

SCHEDULE &

DETAILS

WINDOW SCHEDULE

WINDOW

TYPE/NO.

NOMINAL SIZE FRAME

SCREEN ASSEMBLY FIRE RATING U - FACTOR RSHGC

DETAILS

REMARKS

R.O. WIDTH R.O.HEIGHT MATERIAL

EXTERIOR /

INTERIOR FINISH

HEAD JAMB SILL

3'-6" 4'-6" ALUM. YES - .32 .25 1/A-810

FIXED;  COLOR 'REGENT GREEN' TO MATCH EXISTING KYNAR

FINISH

A

TYPE

1

TYPE:

FACULTY RESIDENCE & CONVENT BUILDING

X 1/A-810 2/A-810

1

sim.


